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BUILDING MUST BE SPRINKLERED
to use this rated wall assembly. .

Floor

1 Hr Wall Assembly

Floor Joist

Dwelling 1 Dwelling 2

Roof Trusses

Fire Retardent Plywood 4' both directions

1/2 Sheet Rock

Attic

No openings permitted

Pony wall  - crawl space


