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All Interior and Exterior Stairways shall be provided with a means to illuminate the stairs.

Interior stairways shall be provided with an artificial light source located in the
immediate vicinity of each landing of the stairway.

Exterior stairways shall be provided with an artificial light source located in the
immediate vicinity of the top landing of the stairway.

Wall Switches shall be located at each floor level of six or more risers.

Interior Stairways

Exterior Stairways

The illumination of exterior stairways shall be controlled from inside the dwelling unit.


