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Near flouorescent lights. Place detectors at
least 5 feet away from such areas.

Near fresh air vents or drafty areas such as air
conditioners, heaters, floor and ceiling fans.

In dead air spaces.

Avoid these Locations for Dectors:

Near combustible sources;
fireplaces, furnaces, hot water
heaters, space heaters, kitchens,
garages with vehicle exhaust.

Place detectors at least 20 feet
away from such sources.

In air streams passing by kitchens

In damp areas such as bathrooms
with showers.
Place detectors at least 10 feet away
from such sources.

In very cold or hot areas such as unheated or
outdoor rooms where the temperture will fall out
of the detector operating range.

In very dusty or dirty areas where the vents of
the detector could become clogged.

In insect invested areas, install bug screens.


